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• Project Goals
– To develop and implement a physically-based model 

of ecoroofs in a building energy simulation program
– To develop a simplified web tool to assist in ecoroof

design decisions

• Team
– Dave Sailor, Graig Spolek, and Dave Ervin: PSU 
– Students: PSU
– Allen Lee, Tony Larson, Rick Ogle, and Heather 

Williams: Quantec LLC



sailor@cecs.pdx.edu D.J. Sailor 3

The Need
• Growing interest in ecoroof technologies 

• Limited data related to building energy savings

• Design decisions are poorly informed
– Soil type & depth
– Construction details
– Vegetation selection
– Irrigation options

• Better quantification of energy impacts will facilitate the 
market penetration of ecoroof technologies.
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Ongoing Research Thrusts
1. Laboratory measurements to 

determine thermal properties of 
ecoroof soils

2. Laboratory and field measurements of 
heat fluxes through ecoroof
constructions to gather validation data

3. Ecoroof module for building energy 
simulation

4. Web tool development

5. Large-scale modeling of the impacts of 
ecoroofs on city-scale climate.
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Ecoroof Soil Testing
Sample # Pumice Expanded 

Shale 
Compost Sand 

DH01 50% 0% 10% 40% 
DH02 50% 0% 0% 50% 
DH03 75% 0% 0% 25% 
DH04 75% 0% 10% 15% 
DH05 0% 50% 10% 40% 
DH06 0% 50% 0% 50% 
DH07 0% 75% 0% 25% 
DH08 0% 75% 10% 15% 

* Compositions are measured by volume.

Also testing AXIS (a porous silica based aggregate from AMS Inc. ).
Plans to look at other aggregates and other organic matter choices. 
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Thermal Property 
Measurements
• Conductivity and specific heat capacity measured 

using line heat source method with needle probes
– IEEE 442-1981 and ASTM D 5334-00
– 3 replicates each
– 4 moisture levels

• Albedo tested using established method (Sailor et al., 
2006)

• Emissivity
– ASTM E1933-99a
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* All 8 samples shown on single figure.

Conductivity of “soil” from literature varies widely:
1.0 to 2.0 W/mK for dry and wet soil (Cengel, 2003)
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Specific Heat Capacity
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* All 8 samples shown on single figure.

Specific Heat of “soil” from literature varies widely:
1900-2200 J/kgK for dry and wet soil (Cengel, 2003)
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Albedo of “soil” from literature varies widely:
0.40 to 0.05 for dry and wet soil (Oke, 1986)
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Ecoroof Energy Model
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Ecoroof Energy Model

• Variation of the FASST 
vegetation models from US 
Army Corps of Engrs (2004)

• Draws heavily from BATS 
(Dickenson et al., 1993) and 
SiB (Sellers et al., 1996)

• Updated parameterizations

• Moisture transport under 
development
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Ecoroof Energy Model

• Write two energy budget equations for foliage (f) and 
ground (g)

• Evaluate/parameterize individual heat flux terms
• Solve simultaneously
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Implement Solution in a Building 
Energy Simulation Code

• EnergyPlus v1.3 (soon v1.4) – new generation of 
building energy simulation program from DoE

• Subroutines (Fortran95) modified to allow definition of a 
new material type (ecoroof)

• Addition of a new subroutine to handle the ecoroof
energy and moisture budget as a special case
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Ecoroof Sensitivity Tests
Apply model to 1-story office bldg. in 3 cities
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Cooling Savings:
One-story 10,000 sq. ft. bldg with and without an ecoroof

Varying LAI from Min of 0.5 to Max of 7.0
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Cooling Savings:
One-story 10,000 sq. ft. bldg with and without an ecoroof

Varying Soil Thickness from Min of 0.08 to Max of 0.46 m
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Ecoroof Web Tool Development

• Use 1000’s of parametric runs of the Ecoroof version of 
EnergyPlus
– Vary location, building type, building height, soil thickness, 

vegetation type…

• Develop interpolation model and implement it in a user-
friendly web-tool.

• A draft interface has been created, but the bulk of the 
work is yet to begin…
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Conclusions…
• Ecoroof soils differ substantially from “typical” soils

• For soil moisture ranging from 0 to 60% thermal 
properties of ecoroof soils vary substantially:
– K doubles
– Cp increases by ~25% 
– Albedo decreases by a factor of 2 to 4

• Building energy simulations show significant sensitivity to 
soil properties, depth, and vegetation characteristics
– Cooling and heating savings of 10-25% for 1 story bldg.
– Qualitatively the results make sense, but further validation is 

needed.
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…and ongoing work
• Incorporate moisture transport model

– Migration of moisture within soil
– Evaporation from soil surface
– Plant extraction from root zone
– Precipitation
– Irrigation

• Validate
– Energy flux data from existing ecoroofs
– Replicate laboratory measurements under controlled conditions

• Web tool
– Conduct model training simulations
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